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Equipment List:
Equipment: Type: Quantity:
Panel Trina 450W 168
Inverter SE66.6KW 1
Optimizer P950 84
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ST W.X.Y.Z

W= number of Inverter

X=number of Mppt
Y= number of String

| . Z=Quantity of Panels
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UNIT A UNIT B
" Inverter 1 |input 1 |input 2 |input 3 |input 4 |input 1 |input 2 |input 3 [input 4 | Panels| AC DC OL Optimizer
_' Strings 28 28 28 0 28 28 28 0 168 | 66.6 75.6 114% 84
| Optimizer 14 14 14 0 14 14 14 0
' Panels 84 d 84
OL 113.51% 113.51%
i S Panels| AC DC OL Optimizer
Trina 450 | Optimizer P950 Total 168 | 66.6 | 75.60 r 114% >
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